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DIVISION 16 - ELECTRICAL

SECTION 16130 - BOXES AND PLATES

- GENERAL
- SCOPE

Furnish and install all Jjunction and pullboxes as
indicated on the drawings and as necessary to install the
required conduit and wiring in a neat and workmanlike
manner.
Furnish and install all junction box covers.

- PRODUCTS

STANDARDS
Boxes and plates shall be as detailed on the drawings.

- EXECUTION

INSTALLATION
All boxes shall be rigidly supported from building
structure independent of the conduit system.
Close all unused and open knockouts with plugs of the
proper size.
Provide covers for ALL junction or pull boxes.
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